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Figure D-1 

Typical Cable Cross Section 
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Figure D-2 

ROW Centerline Profile 
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Figure D-3 

Typical Duct Bank Cross Section 
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Figure D-4 

Typical Three-Piece Splice Vault 
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Figure D-5 

Typical Fiber Handhole 
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Figure D-6 

Typical 345kV Cable Termination Structure 
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